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1800Q Errata Sheet
Installing AMCI Quantum Modules in an Unity System

The following information can be used to install the AMCI 1800Q modules in a Unity 
System.   
 

• Unity Pro V2.1 or higher must be used 
• Select the Generic Analog I/O module from the list of available modules   
• Use the following table to enter the number of Input Bytes, Output Bytes, and the 

Module ID into the Generic Analog I/O module’s configuration.   
   

Module 
Name 

# of Input 
Bytes 

# of Output 
Bytes 

Module ID 
(decimal) 

AMCI 1831Q 6 10 323 
AMCI 1832Q 12 10 323 
AMCI 1833Q 18 10 324 
AMCI 1834Q 24 10 324 
AMCI 1841Q 6 10 323 
AMCI 1842Q 12 10 323 
AMCI 1843Q 18 10 324 
AMCI 1844Q 24 10 324 
AMCI 1861Q 8 20 326 
AMCI 1862Q 16 20 326 
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